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Luminaire Schedule Calculation Summary E - Z
Symbol Qty Label Arrangement LLF Description Lum. Lumens Label CalcType Units Avg Max Min Avg/Min| Max/Min ;-:’ = O
2 ALN440-Y2-32LED-4K-700 SINGLE 0.900 | ALN440-Y2-32LED-4K-700 5156 East llluminance Fc 0.18 2.4 0.0 N.A. N.A. ™ @ ;
O 2 ALN440-Y3-32LED-4K-700 SINGLE 0.900 | ALN440-Y3-32LED-4K-700 4975 West llluminance Fc 0.20 2.1 0.0 N.A. N.A. 'BCLI U_J‘ <E
O 3 ALN440-Y4-32LED-4K-700 SINGLE 0.900 | ALN440-Y4-32LED-4K-700 5449 n O O
1 ALN440-Y5-32LED-4K-700 SINGLE 0.900 | ALN440-Y5-32LED-4K-700 4945 i f o O
ol —
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Luminaire Schedule

ALN540PM

TYPICAL LIGHT POLE AND FIXTURE ASSEMBLY

Calculation Summary

Label CalcType Units Avg Max Min Avg/Min| Max/Min
East llluminance Fc 0.18 2.4 0.0 N.A. N.A.
West llluminance Fc 0.20 2.1 0.0 N.A. N.A.

Symbol Qty Label Arrangement LLF Description Lum. Lumens
2 ALN440-Y2-32LED-4K-700 SINGLE 0.900 | ALN440-Y2-32LED-4K-700 5156
™ 2 ALN440-Y3-32LED-4K-700 SINGLE 0.900 | ALN440-Y3-32LED-4K-700 4975
O 3 ALN440-Y4-32LED-4K-700 SINGLE 0.900 | ALN440-Y4-32LED-4K-700 5449
1 ALN440-Y5-32LED-4K-700 SINGLE 0.900 | ALN440-Y5-32LED-4K-700 4945
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**IF REFLACTANCE VALUES ARE NOT PROVIDED, STANDARD VALUES WILL BE USED (80/50/20)
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PROJECT

Top of fixture at 16' as tested

NOTES

Amesbury, MA

LOCATION
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